• Building protected with automatic sprinkler system, as well as automatic smoke detection and voice messaging system for staged evacuation.
• R60 floors and columns 18 October 2011 3
General Building Description
• 130 mm deep concrete slab cast on ComFlor 60 trapezoidal decking
• 12 m span secondary beams consisting of 496 mm dp Asymmetric Cellular Beams spaced at 2.75 m centres
• Secondary beams supported by 11 m span primary beams consisting of 800 mm dp Welded Beams 
Regulatory requirements
• New Zealand Building Code (NZBC) is performance-based:
• Deemed to comply prescriptive compliance documents known as Acceptable Solutions and Approved Verification Methods (e.g. Codes of Practice) • Structural fire safety solution outside the scope of compliance documents categorised as an Alternative Solution.
• Common strategy is to establish that the Alternative Solution provides an equivalent level of performance as Acceptable Solution.
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Application of HERA SPM to Britomart floor • Final design solution demonstrated that approximately 80 % of the secondary beams did not require passive fire protection, resulting in a saving of more than NZ$300.000,-(≈ €170.000,-) to the project.
